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NOTES:

SINGLE PHASE AND THREE PHASE SERVICES GREATER THAN 200 AMPS REQUIRE THE USE OF METERING
TRANSFORMERS. REFER TO LPC'S APPROVED MATERIALS AND SPECIFICATIONS FOR A SINGLE PHASE 400 AMP
SELF CONTAINED INSTALLATION.

TRANSFORMERS AND THE ASSOCIATED METER HOUSINGS CAN BE PURCHASED FROM LPC, AT 1100 S. SHERMAN
STREET, DURING NORMAL BUSINESS HOURS. PLEASE CALL 303-651-8386 BEFORE COMING IN. THIS WILL ENSURE
PERSONNEL IS AVAILABLE TO ISSUE THE EQUIPMENT.

TRANSFORMERS AND HOUSING SHALL BE MOUNTED BY THE CUSTOMER. ASSOCIATED WIRING WILL BE DONE BY
LPC PERSONNEL. 24 HOURS NOTICE MUST BE GIVEN TO LPC (303-651-8386) BEFORE SERVICE IS TO BE
ENERGIZED FOR METER TECHNICIANS TO WIRE THE EQUIPMENT.

METER HOUSING SHALL HAVE AN ENGRAVED PHENOLIC BADGE WITH ADDRESS; A MINIMUM SIZE OF 1"x2" WITH
WITH TEXT A MINIMUM OF 1/4” IN HEIGHT.

METER TRANSFORMER HOUSING
(CT HOUSING)
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